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1'-6" Minimum Diameter, Round Concrete Base.  Top Of Base To Be 2" Above Top Of Curb. Form Minimum 1'-8" Square Top With 1" Chamfer.  Use O.D.O.T. Class "C" Concrete.  Call For Inspection Before Placing Concrete.
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Notes:   1.* Design of anchor bolts, concrete base dimensions, soils engineering analysis for wind load on    the pole, and meeting other code structural requirements is the responsibility of the contractor.
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